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WIRING DIAGRAM CONNECTIONS

FOR 120V (TWO WIRE)

SELF CONTAINED METERS

NOTES:

1. LOAD AND SUPPLY WIRES SHALL NOT CROSS IN THE METER SOCKET.

2. 100 AMPS ONLY.
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